NORTH TEXAS MUNICIPAL WATER DISTRICT
MONTHLY WATER ANALYSIS (WO# 8022933)

MONTH:  Feb 2008 | RAW |  TREATED
IMineral Analysis | mg/L | | mg/L
Residue on Evaporation N/R 326
Sitica (Si02) 8.86 7.38
Iron (Fe) <0.200 <0.200
Calcium {Ca) 53.6 63.1
Magnesium (Mg) 5.45 5.53
Sodium (Na) 34.3 38.0
Potassium {K) 4.60 4.68
Bicarbonates (HCO3) 144 137
Carbonaies (C03) 0 0
Hydroxides (OH) 0 0
Sulfate (504) 44.6 66.8
Nitrite (NO2) <0.0200 <0.0200
Nitrate (NO3) 0.347 0.254
“CRIGride ¢y 39.8 48.1
Fluaride (F) 0.254 0.445
Phosphates (PO4) <0.0500 <0.0500
|Water Stability mg/L as CaCO3 mg/L as CaC0O3
Total Alkalinity 118 112
Phenolphthalein Alkalinity 0 0
Noncarbonate Hardness 42.2 63.9
Total Hardness 160 176
Langelier Index - [+ 0.0875 |
[ Trace Element Analysis mg/L | I ma/L
Arsenic (As) <0.00625 <0.00500
Barium {Ba) 0.0538 0.0433
Cadmium (Cd) <0.00125 <0.00100
Chromium (Cr) <(0.00625 <(.00500
Copper (Cu) 0.0721 £.0393
iron (Fe) <0.200 <0.200
Lead (Pb) 0.00188 <0.00100
Manganese (Mn) 0.0252 0.00240
Mercury (Hg) ={0.000100 <0,000100
Nickel (Ni) 0.00360 0.00356
Selenium (Se) <0.00125 <0.00100
Silver (Ag) <0.00125 <0.00100
Zing {Zn) <0,0125 <0.0100
|Other Analysis Units | | Units
Chlorine Residual (mg/L) - 2.99*
Total coliform { Present / Absent ) P A
pH (Standard Units) @ 25°C 8.03* 7.94*
Specific Conductance (Umhos) 484 558
Turbidity (NTLU) 14.6 0.157*
Threshold Odor Number 12 E 1C

Remarks: * Identifies Monthly Average Process analyses.

Pt

-ab Manager:

Date:

0328/68




